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bllighting.com

Please note that these instructions are guidelines only and in no way 
supersede any construction or installation standards.

Local building and electrical codes should be consulted before installation.

ATTENTION
• There is potential danger of electrical shock when operating electrical components.

• Make sure power is turned off before installation.

• Allow for heat dissipation and adequate ventilation.

COMPONENTS

ADM-LN3425UB-L-MA
Adjustable Mounting Arm

ADM-LN3425UB-L-MA
Adjustable Mounting Arm

NVW UBCHS BK / WT
Universal Bend Silicone Channel
(Black / White)

LN3425 UB Series
BL Grazelinear Fixture
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Adjustable Mounting Arm could be mounted on both on the wall or on the ground.

MOUNTING OPTIONS

Side View

Perspective View

Wall Mounting

Side View

Floor Mounting

Perspective View

Min.: 3.15”
(80mm)

Max.: 4.72” 
(120mm)

Wall

Floor
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DIMENSIONS

PREPARATION

Vertical Bend 
MIN.R = 7.87” (200mm)

1.97”
(50mm)

4.76”-6.33” 
(120.8-160.8mm)

1. 

Plan mounting location according to your design. 
Mark the center line and screw locations of the mounting 
bracket accordingly. 

Prepare suitable mounting tools and screws depending 
on the installation location. 

NOTE: Anchoring methods must be selected based on 
the installation surface.

 • For concrete surfaces: Use expansion bolts.
 • For thin or hollow materials: Use through bolts with 	
   washers and nuts.
 • For soil or grassy areas: A stable base (e.g., concrete    	
   footing or ground spike) is required to ensure secure   	
   mounting. 

Always ensure fasteners are rated for the site conditions.

1

Horizontal Bend
MIN.R = 15.75” (400mm)

Ø0.16”
(Ø4mm)
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3, 4. 

Drill a hole on the Silicone Universal Bend channel on 
the designated fixing location.

Attach the Silicone Universal Bend channel to the 
Adjustable Mounting Arm by using a screw. 

Insert the screw into the Silicone Universal Bend 
channel first, then tighten the screw on the Universal 
Mounting Arm for easier installation. 
 

2. 

Use a Hex Key to adjust the height of the Adjustable 
Mounting Arm.

Turn the screw clockwise to shorten the mounting arm. 
Turn the screw counterclockwise to extend the 
mounting arm.
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INSTALLATION

4

3

Hex Key
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6. 

Snap LN3425 UB Series Light Fixture into the Universal 
Bend Silicone Channel.

5. 

Install Adjustable Mounting Arm to the designated 
position by screws and anchors if needed.
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7. 

Adjust the fixture’s angle by loosening the screw next to 
the hinge.
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Angle
0-180º
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